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RYMI Nr.ofns| Ulreiknud Mesta Mesta Valinn ofn | Lokar | Athugasemd
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Valdir ofnar eru VOR-YL
Herbergi 1 201-01 54TW S00B 800 612W Tar
Herbergi 2 201-02 492 W 5008 700 536 W Tar
Herbergi 3 201-03 478 W 50083 700 536 W Tar
Stofa / eldhus 201-04 2083 W 5008 1400 1071 W Tar
201-05 S00C 1200 1.239 W Tar
Bad 201-06 244 W 1160 500 450 W Retur {Hklofn ]
Hol/ gangur 40w
bvottur 116 W
Herbergi 1 202-01 704 W 500B 1000 765 W Tar
Herbergi 2 202-02 544 W 500B 700 536 W Tor
Herbergi 3 202-03 546 W 5008 700 536 W Tar
Stofa / eldhus 202-04 2.823 W 500B 2400 1.836 W Tur
202-05 S00A 1200 643 W Tar
202-06 SO0A 1000 536 W Tar
bvottur 120 W /
Bad 202-08 263 W 1160 500 450 W Retir |HklLoth o
Hol/ gangur 419 W /j A
Stofa/ eldhus 203-01 20671 W 500C 1600 1.652' W Tor /( ﬂ
203-02 500C 1000 1033 W Tor /
Gangur 169 W . , .
Bad 20303 P4W 1160 500 450W | Retar [Iklof BR 1: OFN i STIGAHUSI FAERDUR, OFNAR A BADHERBERGJUM FARDIR 0G STAKKADIR,
bvottur 120 W 4 .
Herbergi 2 203-05 706 W 500C 700 723W Tar O FN U M l pVOTTAH USU M S LEPPT /
Herbergi 1 203-06 790 W S00A 1400 751 W Retir Siqurdur Hafstel
Stofa / eldhus 204-01 2671W 500C 1800 1.859 W Tar Igur ur Raisteinsson
e 204-02 — 500C 1000 1.033 W Tar _ xgg}gg% B bvggi::;:;;:;i;r?a:;ingur
brottur 3 W bilaved {navodi s ssa o650 54060, NORDURBAKKI 25, HAFNARFIRD
Herbergi 1 20404 32W 5008 500 612W Tar Nybylavegi 6, 200 Kopavog. o '
Herbergi 2 204-05 770 W 5008 1200 918 W Tar lent ’
Bad 204-06 263 W 1160 500 450 W Retir {Hklofn l Reyﬂdaftelknlnq BR 1 2804 08 H‘TALAG Nl R
Stofa / eldhis 205-01 2671W 500C 1600 1.652 W Tar
- 205-02 500C 1000 1.033 W Tar i l . _ A ] G R U N N MYN D 2 HED SV
ATH! Gangar W Teikn ar. | Tilvisun ptejkningf | / Br Dags.
. .. . . . . Bad 205-03 29W 1160 500 450 W Retir |Hklofh S kkt . - H i} Teikn
Staerd og ndkveem stadsetning 4 gotum fyrir frérennslis, neysluvatns-og hitatagnir skal dkvarda o o S i %j\ A » w0 »
i samrddi vid eiganda og pipara. g:t:z;; iggz éii :: ;%g g gg:‘: ;u]: LAAY Dagselning Verk . Melikvarti Teikn. o,
\_ Herbergi 1 20507 751 W 5008 1000 7%65W | Tir 20.06.°06 B-05-10-41 1:50 L-307




